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600 mm X 3

accessones, and providing masonry enclosure with cover plate having locking
arrangement and watenng pipe, with charcoal and sall as per specification and IS
Code 3043 1987(R 2016)

Supplying and laying 25 mm X 5 mm copper strip at 0.60 metre below ground as
strip earth electrode, including soldering, excavation and refilling the trench etc. as

per specification

Providing and fixing of lightning conductor finial, made of 25 mm dia 300 mm long,
copper tube. having single prong at top, with 85 mm dia 3 mm thick copper base
plate having 4 nos holes for fixing etc. complete as per specification.

Making jointing of copper tape (with another copper tape, base of the finial or any
other metallic object) by reverting, sweating and soldering/ nut bolting of as per
fication.

Providing and fixing copper tape 20 mm X 3 mm thick on parapet or surface of wall
for lightning conductor complete as per specification.(For horizontal run)

Providing and fixing of lightning conductor finial, made of 25 mm dia 300 mm long,
G.1 tube, having single prong at top, with 85 mm dia 6 mm thick G.|. base plate
having 4 nos holes for fixing etc. complete as per specification.

Making jointing of G I. tape (with another G | tape. base of the finial or any other|
metallic object) by reverting, swealing and soldering/ nut bolting of as per

cation

Prowiding an& fixing G.I tape 20 mm X 3 mm thick on parapet or surface of wall for
lightning conductor complete as per specification.(For horizontal run)

Prowiding and fixing G | tape 20 mm X 3 mm thick on parapet or surface of wall for,
lightning conductor complete as per specification. (For vertical run)
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